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GENERAL NOTES:

A. PROVIDE CONCRETE HOUSEKEEPING PADS FOR ALL
FLOOR MOUNTED EQUIPMENT, REF: 6/MP501.
ANCHOR EQUIPMENT PER DETAIL 11/MP501.
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CAST—IN—PLACE CONCRETE CONDENSATE
STORAGE & SURGE BASIN. REFERENCE
STRUCTURAL & ARCHITECTURAL COATINGS.
TOTAL VOLUME APPROX.
USEABLE ACCEPTANCE APPROX. 10,000 GAL

12,250 GAL.
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CONDENSATE STORAGE & SURGE BASIN
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ELECTRONIC PROBE TYPE

LEVEL ALARM/CONTROLLER
FLOAT OPERATED LEVEL
SENSOR/TRANSDUCER
CALIBRATED FLOAT OPERATED

VISUAL LEVEL INDICATOR

REF: 4/MP201.1 FOR
STILLING WELL INSTALLATION

4” DIAMETER STILLING WELL
(TYP.) PERFORATED ALONG
ENTIRE LENGTH, OPEN
BOTTOM, FLANGED TOP.
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CONDENSATE BASIN LEVEL CONTROLS
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SLIP RING TYPE FLANGE

INSTRUMENT MOUNTING

FLANGE, PROVIDE COMPANION

FLANGE AS RQD. FOR
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